
1. MAXIMUM VERTICAL OFFSET AT DOOR THRESHOLD SHALL BE 1/4" 
VERTICAL OR 1/2" IF BEVELED - REFER TO THRESHOLD DETAIL(S).

2. ALL DOORS THAT ARE PART OF THE MEANS OF EGRESS SHALL BE 
EQUIPPED WITH HARDWARE THAT OPENS THE DOOR FROM THE 
INTERIOR WITHOUT SPECIAL KNOWLEDGE, EFFORT, OR A KEY.

3. MAXIMUM DOOR OPENING EFFORT SHALL BE 5# AT NON-RATED DOORS 
AND 15# AT FIRE RATED DOORS.

4. ALL FIRE RATED DOORS SHALL BE SELF-CLOSING, SELF-LATCHING, 
LISTED AND LABELED BY TESTING AGENCY, AND SHALL HAVE SMOKE 
SEALS.  EXIT DEVICES ON FIRE RATED DOORS SHALL BE FIRE RATED 
WITHOUT DOGGING CAPABILITY.

5. SEE SPECIFICATIONS FOR DOOR HARDWARE SETS AND PRODUCTS.

6. ALL GLASS IN DOOR PANELS TO BE TEMPERED.

7. REFER TO A8.2 FOR GLASS TYPE DEFINITIONS.
A. ALL GLAZING MATERIAL IN FIRE RATED DOOR ASSEMBLIES SHALL BE 

TESTED IN ACCORDANCE WITH NFPA 257 OR UL 9, INCLUDING THE 
HOSE STREAM TEST (GLAZING IN 20-MINUTE FIRE DOOR ASSEMBLIES 
SHALL BE EXEMPT FROM THE HOSE STREAM TEST).

8. SCHEDULED DETAILS REFER TO DETAILS ON THIS SHEET U.O.N.

9. OPERATING HARDWARE FOR LOCKSETS/LATCHSETS SHALL BE LEVER 
TYPE:
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1. LEVER ON EGRESS SIDE SHALL PROVIDE 

FREE OPERATION w/o USE OF KEY
2. SEE SPECS FOR LEVER TYPE AND 

LOCKSET FUNCTION

GLAZING LEGEND

G1 - 1" INSULATED DUAL-PANE GLASS
EXT PANE - 1/4" CLEAR w/ PPG SOLARBAN 70XL LOW-E (2)
AIR GAP -    1/2"
INT. PANE - 1/4" CLEAR

G2 - 1/4"  SINGLE PANE GLASS 

G3 - SUPERLITE I-XL 20, BY SAFTIFIRST
LABELED 'D-H' FOR USE IN FIRE RATED DOOR ASSEMBELIES
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DOOR PER SCHEDULE

THRESHOLD SET 
IN SEALANT

1/2" FIBER BOARD
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TRANSOM - SEE 
WINDOW SCHEDULE

ALUM. FRAME

PROVIDE  
REINFORCEMENT FOR 
DOOR CLOSERS

DOOR PER SCHEDULE

BUTT CARPET TO TILE

THIN SET TILE

FILLER AS REQUIRED TO 
ADJUST CARPET HEIGHT 
TO TILE - FEATHER TO
(E) SUBFLOOR

CARPET PER SCHEDULE

WALL PER SCHEDULE

CAULK EA. SIDE

PREFINISHED  KNOCK-
DOWN FRAME -
CONTRACTOR TO 
VERIFY FRAME WIDTH 
AT EACH DOOR

DOOR PER SCHEDULE

WALL, PER PLAN

CAULK EA. SIDE

PREFINISHED  KNOCK-DOWN 
FRAME - CONTRACTOR TO 
VERIFY FRAME WIDTH AT 
EACH DOOR

DOOR, PER SCHEDULE

HEADER,
PER STRUCT. DWGS.

GLAZING PER SCHEDULE

PREFINISHED  KNOCK-DOWN 
FRAME - CONTRACTOR TO 
VERIFY FRAME WIDTH AT 
EACH DOOR

DOOR PER SCHEDULE

(N) 1/2" PLY. WD. 

(E) STOREFRONT SYSTEM -
TO REMAIN

(N) AUTOMATIC SLIDING 
DOOR - REF. DOOR 
SCHEDULE SEALANT & BACKER ROD EA. 

SIDE - TYP.  - SEALANT TO 
MATCH (E) STOREFRONT COLOR 

(E) 1 HR. RATED WALL

SHIM AS REQ'D.

(E) ALUM. TRIM TO REMAIN

ACOUSTICAL 
SEALANT

(N) ALUM. BREAK MTL.  ov/ SELF 
ADHERING FLEXIBLE FLASHING - FINISH 
TO MATCH (E) STOREFRONT SYSTEM

EXTERIOR

VESTIBULE OFFICE

THRESHOLD PER MANUFACTURER 
SET IN SEALANT

LEVEL (E) or (N) CONC. 
SLAB AS REQ'D. TO 
INSTALL (N) THRESHOLD

EXTERIOR INTERIOR

FLOORING - REF. 
FIN. SCH.
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DOOR w/ TRANSOM 
PER MANUFACTURER

EXTERIOR INTERIOR

SHIM AS REQ'D.

B.O. CLG. TILE

+ 9' - 0"

(E) STRUCTURE 

(E) PLASTER SYSTEM  -
PATCH & REPAIR AS REQ'D.

SEALANT ov/ BACKER 
ROD EA. SIDE

SUSPENDED 
CEILING SYSTEM -
REF. CLG. PLAN 

(E) MTL. CHANNEL 

DOOR w/ TRANSOM 
PER MANUFACTURER

INTERIOR

SHIM AS REQ'D.

B.O. CLGN. TILE

+ 9' - 0"

SEALANT ov/ BACKER 
ROD EA. SIDE

SUSPENDED CEILING 
SYSTEM - REF. CLG. PLAN 

(E) HEADER  

SUSPENDED CEILING 
SYSTEM - REF. CLG. PLAN 

INTERIOR

(E) WALL

24 GA. GALV. SHEET 
METAL FLASHING

HOLLOW METAL FRAME -
CONTRACTOR TO VERIFY 
FRAME WIDTH AT EACH DOOR

DOOR, PER SCHEDULE
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PATCH & REPAIR STUCCO SYSTEM AS REQ'D. 
TO MATCH (E)

PATCH & REPAIR GYP. BD.  
AS REQ'D. TO MATCH (E) 
AFTER (N) DOOR 
INSTALLATION

(E) HEADER

WALL, PER PLAN

HOLLOW METAL FRAME -
CONTRACTOR TO VERIFY 
FRAME WIDTH AT EACH DOOR

DOOR, PER SCHEDULE

STUCCO CASING BEAD

SELF-ADHERED 
FLEXIBLE FLASHING
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TO MATCH (E)

PATCH & REPAIR GYP. BD.  
AS REQ'D. TO MATCH (E) 
AFTER (N) DOOR 
INSTALLATION

1/2" FIBER BOARD

DOOR SHOE & DRIP

THRESHOLD - SET IN SEALANT

FLOOR FINISH, PER SCHEDULE

DOOR, PER SCHEDULE
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A8.1

DOOR SCHEDULE AND
DETAILS

Port of Stockton
Building 315 Alteration -
Phase (2)

19-095

315 Fyffe Ave.
Stockton, CA 95203

GENERAL NOTESDOOR TYPES

3" = 1'-0"
B ALUM S.F. DOOR THRESHOLD

3" = 1'-0"
K INT. THRESHOLD - CARPET/TILE

3" = 1'-0"
A ALUM. S.F. DOOR/WIN MULLION

DOOR SCHEDULE

NO.

HDWR

SET

SIZE PANEL FRAME FIRE

RATING

DETAILS

COMMENTSWIDTH HEIGHT TYPE THK MATERIAL GLASS FINISH COLOR MATERIAL FINISH COLOR HEAD JAMB JAMB THD.

A-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

A-101 13.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

A-102 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-103 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-104 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-105 2.0 6' - 0" 7' - 0" PF 1 3/4" H.M. - PAINT P2 H.M. PAINT P2 L/A8.1 M/A6.1 M/A6.1 N/A8.1

A-106 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-110 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-111 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

A-112 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-113 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-114 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-115 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-116 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-117 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-118 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-119 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-120 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-121 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-122 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-123 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-124 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-125 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

A-126 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

A-127 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

B-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

B-101 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

B-102 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

B-104 8.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1

B-105 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1

B-106 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

B-107 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

B-108 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

B-109 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

C-100 20.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

C-101 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1

C-102 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

C-103 1.0 3' - 0" 7' - 0" FG 1 3/4" ALUM./GLASS G1 P.F. MATCH (E) ALUM. SF. P.F. MATCH (E) - A/A8.1 A/A8.1 - B/A8.1

D-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

D-101 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

D-102 (E) 3' - 0" 7' - 0" F 1 3/4" (E) - (E) (E) (E) (E) (E) -

D-103 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

D-105 7.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

G-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

G-101 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

G-102 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

G-103 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

G-104 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

G-105 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

G-106 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

G-107 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

G-109 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

G-110 11.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

H-101 12.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1 K/A8.1

I-100 13.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

I-101 7.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

I-102 7.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

I-103 7.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

J-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

J-102 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

J-103 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

L-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

L-101 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

L-102 7.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

L-103 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

M-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

M-101 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

M-102 16.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1

N-100 13.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

N-101 13.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

O-100 13.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

O-101 13.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

P-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

P-101 4.0 6' - 0" 7' - 0" PF 1 3/4" H.M. - PAINT P2 H.M. PAINT P2 L/A8.1 M/A6.1 M/A6.1 N/A8.1

P-101.1 8.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

R-100 6.0 6' - 0" 7' - 0" PN 1 3/4" WOOD/GLASS G3 P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1

R-101 6.0 6' - 0" 7' - 0" PN 1 3/4" WOOD/GLASS G3 P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN.

R-102 17.0 6' - 0" 7' - 0" PN 1 3/4" H.M. G2 PAINT H.M. PAINT - L/A8.1 M/A6.1 M/A6.1

R-103 2.0 6' - 0" 7' - 0" PF 1 3/4" H.M. - PAINT P2 H.M. PAINT P2 L/A8.1 M/A6.1 M/A6.1

S-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

S-101 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

S-102 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

S-103 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

S-104 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

U-100 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

U-101 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

U-102 10.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 C/A8.1

U-103 9.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 C/A8.1

U-107 4.0 6' - 0" 7' - 0" PF 1 3/4" H.M. - PAINT P2 H.M. PAINT P2 L/A8.1 M/A6.1 M/A6.1 N/A8.1

U-107.1 (E) 3' - 0" 7' - 0" F 1 3/4" (E) - (E) (E) (E) (E) (E) -

U-111 2.0 6' - 0" 7' - 0" PF 1 3/4" H.M. - PAINT P2 H.M. PAINT P2 L/A8.1 M/A6.1 M/A6.1 N/A8.1

V-100 8.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1

V-101 (E) 3' - 6" 7' - 0" F 1 3/4" (E) (E) (E) (E) PAINT P2 - - - - - PATCH & REPAIR (E) DOOR AS REQ'D. - PAINT

W-101 14.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1 K/A8.1

W-102 8.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE - E/A8.1 D/A8.1 D/A8.1

W-103 14.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1 K/A8.1

W-104 14.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1 K/A8.1

W-105 14.0 3' - 0" 7' - 0" F 1 3/4" WOOD - P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. E/A8.1 D/A8.1 D/A8.1 K/A8.1

X-100 19.0 11' - 9" 7' - 8" SFG 6" ALUM./GLASS G1 P.F. DARK BRONZE ALUM. SF. P.F. DARK BRONZE - G/A8.1 J/A8.1 J/A8.1 F/A8.1 AUTOMATIC SLIDING DOOR w/TRANSOM PER MANUFACTURER WITH
RECESSED PANIC & EMERGENCY BREAKOUT - MATCH (E) STOREFRONT
COLOR

X-101 19.0 11' - 9" 7' - 8" SFG 6" ALUM./GLASS G1 P.F. DARK BRONZE ALUM. SF. P.F. DARK BRONZE - H/A8.1 AUTOMATIC SLIDING DOOR w/TRANSOM PER MANUFACTURER WITH
RECESSED PANIC & EMERGENCY BREAKOUT - PROVIDE LOW VOLTAGE
CONNECT w/ (E) CARD LOCK SYSTEM - MATCH (E) STOREFRONT COLOR

X-103 5.0 6' - 0" 7' - 0" PN 1 3/4" WOOD/GLASS G3 P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. - - - CARD READER

X-106 17.0 6' - 0" 7' - 0" PN 1 3/4" H.M. G2 PAINT H.M. PAINT - L/A8.1 M/A6.1 M/A6.1 N/A8.1

X-109 5.0 6' - 0" 7' - 0" PN 1 3/4" WOOD/GLASS G3 P.F. OAK WHITE, CLR. K.D. P.F. DARK BRONZE 20 MIN. - - - CARD READER

X-110 (E) 6' - 0" 7' - 0" PFG 1 3/4" (E) (E) (E) (E) (E) (E) (E) -

X-111 (E) 6' - 0" 7' - 0" PFG 1 3/4" (E) (E) (E) (E) (E) (E) (E) -

3" = 1'-0"
D INTERIOR DOOR  JAMB

3" = 1'-0"
C INTERIOR DOOR MULLION

3" = 1'-0"
E INT. DOOR HEAD

3" = 1'-0"
J EXT. AUTOMATIC SLIDING DOOR JAMB @ (E) STOREFRONT

3" = 1'-0"
F AUTOMATIC SLIDING DOOR THRESHOLD

3" = 1'-0"
G EXT. AUTOMATIC SLIDING DOOR HEADER @ MAIN LOBBY

3" = 1'-0"
H INT. AUTOMATIC SLIDING DOOR HEADER.

3" = 1'-0"
L H.M. DOOR HEAD @ PLASTER

3" = 1'-0"
M H.M. DOOR JAMB @ PLASTER

3" = 1'-0"
N EXT. THRESHOLD

4
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FD

FD

FD

FD

FD

CARPET

C1 - MOHAWK GROUP - VARIANT FORM, DIFFUSE BT45, 955 LUMEN - TUFTED 12" x 36"
@ CORRIDORS

C2 - MOHAWK GROUP - VARIANT FORM, RECONSTRUCT BT424, 955 LUMEN - TUFTED 24" x 24"
@ CONFERENCE ROOMS 

C3 - PROVIDED BY OWNER - @ OFFICES 

TILE

T1 - BELL ARCHITECTURAL MATERIALS -
FLOOR TILES: METROPOLITAN - DECO ( COLOR FAIR) - 12"X12"

T2 - BELL ARCHITECTURAL MATERIALS -
FLOOR TILES: METROPOLITAN - DECO ( COLOR SOLID) - 12"X12"

T3 - BELL ARCHITECTURAL MATERIALS -
WALL TILES: METROPOLITAN - FAIR  - 12"x24"

T4 - BELL ARCHITECTURAL MATERIALS -
WALL TILES: METROPOLITAN - LIGHT STRIPES ( COLOR FAIR) - 12"X24"

T5 - BELL ARCHITECTURAL MATERIALS -
WALL TILES: METROPOLITAN - SOILD  - 12"x24"

T6 - BELL ARCHITECTURAL MATERIALS -
WALL TILES: METROPOLITAN - DARK STRIPES ( COLOR SOLID) - 12"X24" 

T7- BELL ARCHITECTURAL MATERIALS -
METROPOLITAN - SOILD  - 24"x24"

T8- BELL ARCHITECTURAL MATERIALS -
METROPOLITAN - FAIR  - 24"x24"

GROUT: CUSTOM BUILDING PRODUCTS, COLOR T.B.D.

BELL ARCHITECTURAL MATERIALS - PAUL R. BELL, PH: 916.708.1927, 
EMAIL: PAULB.ARCHMATERIALS@GMAIL.COM

BASE

B1 - TYPICAL BASE
ROPPE, 4” WALL BASE - COLOR: 193 BLACK BROWN

B2 - RESTROOM BASE
SCHLUTER, DILEX-AHK, ALUMINUM - BRUSHED CHROME ANODIZED

B3 - TILE FLOOR BASE (VESTIBULE X-100 & LOBBY X-101)
SCHLUTER - DESIGNBASE-SL - ANODIZED ALUMINUM. 3 1/8" HT. 

SOLID SURFACING

SS1 - ALL COUNTERTOPS & BACKSPLASHES 
WILSONART EUROPA 9210CM

PLASTIC LAMINATE

PL1 - WILSONART, 4990-38 FLAX LINEN

PL2 - FORMICA , CLOVE SPICE CHERRY - 5789

PAINT

P1 - INTERIOR FIELD PAINT
DUNN EDWARDS - COLOR: DEHW04 SWISS MERINGUE, LRV 81

P2 - HOLLOW METAL DOORS (FRAME & PANEL)
DUNN EDWARDS - COLOR: ESPRESO MACCHIATO, DET 680

CEILING TILES

CT1 - TYPICAL CEILING TILES
ARMSTRONG - 24"X48" FISSURED 755, 15"/16" BEVELED TEGULAR - COLOR: WH WHITE
w/ 15/16 PRELUDE WHITE SUSPENSION SYSTEM

CT2 - LOBBY & CORRIDORS
ARMSTRONG  823 (24"X48") - 1HR RATED CORTEGA SECOND LOOK || - FIRE GUARD,
GRID - PRELUDE XL  FIRE GUARD

CABINET / DRAWER PULL HANDRAIL

HICKORY HARDWARE SKYLIGHT 5-1/16 INCH CENTER TO CENTER SQUARE CORNER - MODEL 
HH075328-SS

SCHLUTER TRIMS @ TILED WALLS

TR1 - SCHLUTER RONDEC - BRUSHED ALUM. ANODIZED - SCHLUTER - PROVIDE END CAPS @ 
ALL TILED WALLS OUTSIDE CORNERS

TR2 - SCHLUTER  DILEX-EHK, BRUSHED CHROME ANODIZED @ TILED WALLS INSIDE CORNER

RESTROOMS PARTITIONS
RP1 - BOBRICK - DESIGNER SERIES - HIGH PRESSURE LAMINATE 

COLOR - FORMICA , CLOVE SPICE CHERRY - 5789

CORNER GUARD:
CG1 - STAINLESS STEEL CORNER GUARDS - 4"X4"X48"  HIGH. 16 GA. TYPE 304 STAINLESS STEEL, 
BRUSHED FINISH AT ALL CORRIDOR CORNERS 

WINDOW SHADES
(NOTE: ALL SHADES ARE MANUAL, UNLESS OTHERWISE NOTED; REF. WINDOW SCHEDULE FOR 
SIZE)

WS1 MECHO, THERMOVEIL, 1300 SERIES (5% OPEN) - 1302 BEIGE @ ALL EXISTING AND NEW 
WINDOWS

NOT USED

1

NOT USED

1

1

4

A

B

PRODUCT & MATERIAL REQUIREMENTS 
FOR INDOOR POLLUTANT CONTROL                            

1. ALL MATERIALS, ADHESIVES, COATINGS, AND SEALANTS SHALL COMPLY WITH V.O.C. 
LIMITATIONS SET FORTH BY THE LOCAL AIR POLLUTION CONTROL DISTRICT OR 
CALIFORNIA CODE OF REGULATIONS TITLE 24, PART 11 (CALGREEN BUILDING 
STANDARDS), WHICHEVER IS MORE RESTRICTIVE.

2. ALL CARPET MATERIALS SHALL MEET THE TESTING AND PRODUCT REQUIREMENTS 
OF THE CARPET & RUG INSTITUTE’S GREEN LABEL PLUS PROGRAM OR EQUIVALENT 
CRITERIA SET FORTH IN CALIFORNIA CALGREEN BUILDING STANDARDS.

3. A MINIMUM OF 50% OF RESILIENT FLOORING SHALL COMPLY WITH THE V.O.C. 
EMISSION LIMITS DEFINED IN 2009 COLLABORATIVE FOR HIGH PERFORMANCE 
SCHOOLS (CHPS) CRITERIA AND LISTED ON ITS LOW-EMITTING MATERIALS LIST OR 
CERTIFIED UNDER THE RESILIENT FLOOR COVERING INSTITUTE FLOORSCORE 
PROGRAM.

4. ALL HARDWOOD COMPOSITE WOOD PRODUCTS (PLYWOOD, PARTICLEBOARD, AND 
MEDIUM DENSITY FIBERBOARD) SHALL MEET THE MAXIMUM FORMALDEHYDE 
EMISSIONS LIMITATIONS AS SPECIFIED IN ARB’S AIR TOXIC CONTROL MEASURE FOR 
COMPOSITE WOOD (17 CCR 93120 ET SEQ.) BY THE DATES SPECIFIED IN THOSE 
SECTIONS.

5. ARCHITECT HAS MADE EVERY REASONABLE ATTEMPT TO CONFIRM THAT 
PRODUCTS SPECIFIED IN THESE DOCUMENTS COMPLY WITH ABOVE-LISTED 
REQUIREMENTS. IT IS THE RESPONSIBILITY OF THE SUBCONTRACTOR, VENDOR, 
AND/OR MANUFACTURER TO NOTIFY THE ARCHITECT THROUGH THE GENERAL 
CONTRACTOR OF ANY NON-COMPLIANT PRODUCT OR MATERIAL SPECIFIED BY THE 
ARCHITECT PRIOR TO BID DUE DATE.

6. CONTRACTOR SHALL PROVIDE PRODUCT/MATERIAL COMPLIANCE DOCUMENTATION 
WITH SUBMITTAL DOCUMENTS AS REQUIRED BY SPECIFICATION SECTION 
013323. CONTRACTOR SHALL SUBMIT COMPLIANCE DOCUMENTATION TO THE 
JURISDICTION HAVING AUTHORITY UPON ACCEPTANCE BY ARCHITECT.
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A10.1

FINISH SCHEDULE

Port of Stockton
Building 315 Alteration -
Phase (2)

19-095

315 Fyffe Ave.
Stockton, CA 95203

ROOM FINISH SCHEDULE

NO. NAME FLOOR BASE WALL CEILING COMMENTS

A-100 CORRIDOR C3 B1 P1 CT1

A-101 CONFERENCE C2 B1 P1 CT1

A-102 OFFICE C3 B1 P1 CT1

A-103 OFFICE C3 B1 P1 CT1

A-104 OFFICE C2 B1 P1 CT1

A-105 CORRIDOR C3 B1 P1 CT1

A-108 CORRIDOR C3 B1 P1 CT1

A-109 HALL C3 B1 P1 CT1

A-110 OFFICE C3 B1 P1 CT1

A-111 OFFICE C3 B1 P1 CT1

A-112 OFFICE C3 B1 P1 CT1

A-113 OFFICE C3 B1 P1 CT1

A-114 OPEN OFFICE C3 B1 P1 CT1

A-115 OFFICE C3 B1 P1 CT1

A-116 OFFICE C3 B1 P1 CT1

A-117 OFFICE C3 B1 P1 CT1

A-118 OFFICE C3 B1 P1 CT1

A-119 OPEN OFFICE C3 B1 P1 CT1

A-120 OFFICE C3 B1 P1 CT1

A-121 OFFICE C3 B1 P1 CT1

A-122 OFFICE C3 B1 P1 CT1

A-123 OFFICE C3 B1 P1 CT1

A-124 OFFICE C3 B1 P1 CT1

A-125 OFFICE C3 B1 P1 CT1

A-126 OFFICE C3 B1 P1 CT1

A-127 OFFICE C3 B1 P1 CT1

A-128 HALLWAY C3 B1 P1 CT1

B-100 OFFICE C3 B1 P1 CT1*

B-101 OPEN OFFICE C3 B1 P1 CT1*

B-102 OFFICE C3 B1 P1 CT1*

B-104 STR. C3 B1 P1 CT1*

B-105 HALL C3 B1 P1 CT1

B-106 OFFICE C3 B1 P1 CT1

B-107 OFFICE C3 B1 P1 CT1

B-108 OFFICE C3 B1 P1 CT1

B-109 OFFICE C3 B1 P1 CT1

C-100 COMISSIONERS ROOM C2 B1 P1 CT1

C-101 OFFICE (E) (E) P1 CT1*

D-100 OPEN OFFICE C3 B1 P1 CT1*

D-101 OFFICE C3 B1 P1 CT1*

D-102 TOILET - - - -

D-103 OFFICE C3 B1 P1 CT1*

D-105 STOR. C3 B1 P1 P1

G-100 CORRIDOR C3 B1 P1 CT1*

G-101 OFFICE C3 B1 P1 CT1*

G-102 OFFICE C3 B1 P1 CT1*

G-103 OFFICE C3 B1 P1 CT1*

G-104 OFFICE C3 B1 P1 CT1*

G-105 OFFICE C3 B1 P1 CT1*

G-106 OFFICE C3 B1 P1 CT1*

G-107 OFFICE C3 B1 P1 CT1*

G-108 OPEN OFFICE C3 B1 P1 CT1*

G-109 PRINTER/ STORAGE C3 B1 P1 CT1*

G-110 CONF. C2 B1 P1 CT1*

H-100 BREAK ROOM T5 B1 T5 CT1

I-100 CONF. C2 B1 P1 CT1*

I-102 STOR. (E) (E) P1 P1

I-103 STOR. (E) (E) P1 P1

J-100 OPEN OFFICE C3 B1 P1 CT1*

J-101 OFFICE C3 B1 P1 CT1*

J-102 OFFICE C3 B1 P1 CT1*

L-100 OPEN OFFICE C3 B1 P1 CT1*

L-101 OFFICE C3 B1 P1 CT1*

L-102 STORAGE C3 B1 P1 CT1*

L-103 OFFICE C3 B1 P1 CT1*

M-100 OFFICE C3 B1 P1 CT1*

M-101 OFFICE C3 B1 P1 CT1*

M-102 LACT. C3 B1 P1 CT1*

N-100 CONFERENCE (E) (E) (E) CT1*

O-100 CONFERENCE (E) (E) P1 CT1*

P-100 OFFICE (E) (E) (E) CT1*

P-101 STORAGE (E) (E) (E) -

R-100 OPEN OFFICE C2 B1 P1 CT1*

S-100 HALL C3 B1 P1 CT1*

S-101 OFFICE C3 B1 P1 CT1*

S-102 OFFICE C3 B1 P1 CT1*

S-103 OFFICE C3 B1 P1 CT1*

S-104 OFFICE C3 B1 P1 CT1*

U-100 OFFICE C3 B1 P1 CT1*

U-101 OFFICE C3 B1 P1 CT1*

U-102 OFFICE C3 B1 P1 CT1*

U-103 OFFICE C3 B1 P1 CT1*

V-100 STOR. (E) (E) (E) CT1*

V-101 STORAGE (E) (E) (E) (E)

W-101 MEN T2 B2 T5 | T3 P1

W-102 JAN. T2 B2 T5 P1

W-104 WOMEN T1 B2 T3 | T5 P1

X-100 VESTIBULE T7 | T8 & T5 B3 P1 CT2 PROVIDE CORNER GUARD CG1- CHECKBOARD
PATTERN FOR T7|T8 -USE 6"X24" FOR T5

X-101 LOBBY T7 | T8 & T5 B3 P1 CT2 PROVIDE CORNER GUARD CG1- CHECKBOARD
PATTERN FOR T7|T8 -USE 6"X24" FOR T5

X-103 CORRIDOR C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-104 CORRIDOR C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-105 CORRIDOR C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-106 CORRIDOR C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-107 VESTIBULE C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-108 CORRIDOR C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-109 CORRIDOR C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-110 CORRIDOR C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

X-111 VESTIBULE C1 B1 P1 CT2 PROVIDE CORNER GUARD CG1

FINISHES LEGEND

3/32" = 1'-0"

FINISHES PLAN
NOTE:
PROVIDE WINDOW SHADES FOR ALL WINDOWS THROUGHOUT THE ENTIRE BUILDING, 
INCLUDING PREVIOUS AND NEW PHASES

B

NOTE:
CT1* - REF. A9.1 FOR MORE INFORMATION

4

4

A

A

B

B

B
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NO WORK
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(E) BUILDING
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NO WORK

(E) BUILDING
NO WORK
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